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SPRINKLER SYMBOLS

AN @BCOO@®@OO

UPRIGHT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER

SEMI-RECESSED SPRINKLER

CONCEALED SPRINKLER

DOUBLE ESCUTCHEON PENDANT SPRINKLER
EXTENDED COVERAGE PENDANT

SIDEWALL SPRINKLER
EXTENDED COVERAGE SIDEWALL SPRINKLER

7| /o Yo 2o Ya o Xo X

SPRINKLER GUARD

POST INDICATOR VALVE

0OS&Y VALVE

INDICATING BUTTERFLY VALVE

DRY PIPE VALVE

DRY PIPE VALVE WITH QUICK OPENING DEVICE

ALARM CHECK VALVE

STRAINER

BEE|/ ©YOd

PREACTION VALVE
DELUGE VALVE

ANGLE VALVE

INSPECTORS TEST AND
DRAIN CONNECTION

CHECK VALVE

FLOW SWITCH
VALVE SUPERVISORY SWITCH

PRESSURE SWITCH

H/L PS HIGH/LOW AIR PRESSURE SUPERVISORY

POST INDICATOR VALVE
FIRE HOSE CABINET

ko

—_—

w BACKFLOW PREVENTER(REDUCED PRESSURE TYPE)

—* PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION)

BACKFLOW PREVENTER(DOUBLE CHECK TYPE)

%:] FIRE PUMP TEST HEADER

SIAMESE FIRE DEPT. CONNECTION

FREE STANDING SIAMESE FIRE DEPT. CONNECTION

SINGLE FIRE DEPT. CONNECTION
RISER

PIPE HANGER

FULLY SPRINKLERED SPACE

PARTIALLY SPRINKLERED SPACE

NON-SPRINKLERED SPACE

| 680 o~

FIRE PUMP WITH DRIVES

A CONNECTION TO EXISTING SYSTEM

IN ELEVATION UP OR DOWN.

4054555405554 SPRINKLER PIPE TO BE REMOVED

___'____

NEW SPRINKLER PIPE

PIPE REDUCER

EXISTING SPRINKLER PIPE WITH A CHANGE

4+t

(0/0/0/0/0/0/0/0/0/0/0 00600 0)

—r—

1 - HOUR FIRE RATED PARTITION

2 -HOUR FIRE RATED PARTITION

COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

COMBINED 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

SMOKE RESISTANT PARTITION

30 MINUTE SMOKE BARRIER

SPRINKLER ZONE BOUNDRY

HINISIE

PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE

NO CEILING SPK - SPRINKLER RISER

STD - STANDPIPE RISER
ORDINARY HAZARD GROUP 1

BV - BUTTERFLY VALVE
ORDINARY HAZARD GROUP 2
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SPRINKLER SYMBOLS

AN @BCO@®@OO

UPRIGHT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER

SEMI-RECESSED SPRINKLER

CONCEALED SPRINKLER

DOUBLE ESCUTCHEON PENDANT SPRINKLER
EXTENDED COVERAGE PENDANT
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POST INDICATOR VALVE

0OS&Y VALVE

INDICATING BUTTERFLY VALVE

DRY PIPE VALVE

DRY PIPE VALVE WITH QUICK OPENING DEVICE

ALARM CHECK VALVE

STRAINER

BEE|/ ©YOd

PREACTION VALVE
DELUGE VALVE

ANGLE VALVE

INSPECTORS TEST AND
DRAIN CONNECTION

CHECK VALVE

FLOW SWITCH

VALVE SUPERVISORY SWITCH
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&
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PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION)

FIRE PUMP TEST HEADER

| 680 o~

SIAMESE FIRE DEPT. CONNECTION

FREE STANDING SIAMESE FIRE DEPT. CONNECTION

SINGLE FIRE DEPT. CONNECTION
RISER

PIPE HANGER

FULLY SPRINKLERED SPACE

PARTIALLY SPRINKLERED SPACE

NON-SPRINKLERED SPACE

FIRE PUMP WITH DRIVES

90505555/505455

___'____

CONNECTION TO EXISTING SYSTEM

EXISTING SPRINKLER PIPE WITH A CHANGE
IN ELEVATION UP OR DOWN.

SPRINKLER PIPE TO BE REMOVED

NEW SPRINKLER PIPE

PIPE REDUCER
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1 - HOUR FIRE RATED PARTITION

2 - HOUR FIRE RATED PARTITION
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PLASTER OR GYPSUM CEILING

NO CEILING

ORDINARY HAZARD GROUP 1

ORDINARY HAZARD GROUP 2

FHV - FIRE HOSE VALVE
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STD - STANDPIPE RISER

BV - BUTTERFLY VALVE
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S P R I N K L E R SYM BO LS X SPRINKLER GUARD <> PREACTION VALVE H/LPS|]  HIGH/LOW AIR PRESSURE SUPERVISORY ‘Y’ SIAMESE FIRE DEPT. CONNECTION A CONNECTION TO EXISTING SYSTEM — O m— O m— 1- HOUR FIRE RATED PARTITION

PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE

DELUGE VALVE | I | -
% POST INDICATOR VALVE <> POST INDICATOR VALVE QOp FREE STANDING SIAMESE FIRE DEPT. CONNECTION 3 EXISTING SPRINKLER PIPE WITH A CHANGE had had 2~ HOUR FIRE RATED PARTITION
IN ELEVATION UP OR DOWN. COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
@) UPRIGHT SPRINKLER (WITHOUT CEILING) > 5:] 088y VALVE % ANGLE VALVE FIRE HOSE CABINET 7 SINGLE FIRE DEPT. CONNECTION —O m— m— L ARTITION NO CEILING SPK - SPRINKLER RISER
o PENDANT SPRINKLER (WITHOUT CEILING) NSPECTORS TEST AND Q RISER s SPRINKLER PIPE TO BE REMOVED
® PENDANT SPRINKLER [>a INDICATING BUTTERFLY VALVE @ DRAIN CONNECTION M BACKFLOW PREVENTER(DOUBLE CHECK TYPE) . PIPE HANGER — OO mmm— 00 I(’:/-C\)I!IwTBII"IlgIB HOURFIRE RATED PARTITION A0 SNOKE BARAER
— S NEW SPRINKLER PIPE
STD - STANDPIPE RISER
SEMI-RECESSED SPRINKLER
24 DRY PIPE VALVE N CHECK VALVE M\[}k] BACKFLOW PREVENTER(REDUCED PRESSURE TYPE) — 4+ 4+ 4+ 4+ SMOKE RESISTANT PARTITION ORDINARY HAZARD GROUP 1
= Y i FULLY SPRINKLERED SPACE --3--- PIPE REDUCER
CONCEALED SPRINKLER
¥ DRY PIPE VALVE WITH QUICK OPENING DEVICE 0O0000000000000000 30 MINUTE SMOKE BARRIER ;
@ DOUBLE ESCUTCHEON PENDANT SPRINKLER FLOW SWITCH —* PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION) PARTIALLY SPRINKLERED SPACE ORDINARY HAZARD GROUP 2 BV - BUTTERFLY VALVE
(] EXTENDED COVERAGE PENDANT 2 ALARM CHECK VALVE VALVE SUPERVISORY SWITCH
— 03:] FIRE PUMP TEST HEADER @ NON-SPRINKLERED SPACE SPRINKLER ZONE BOUNDRY

4 SIDEWALL SPRINKLER N STRAINER PRESSURE SWITCH
N EXTENDED COVERAGE SIDEWALL SPRINKLER @  FIRE PUMP WITH DRIVES

GENERAL KEY NOTES

@ CORRIDOR FIRE HOSE CLOSET DOOR HAS BEEN
REMOVED AND WALLED OVER. DEMO REAR
CLOSET WALL FROM INSIDE STAIR AND
RECONSTRUCT WALL AFTER RISER INSTALLATION.
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X SPRINKLER GUARD <> PREACTION VALVE H/L PS HIGH/LOW AIR PRESSURE SUPERVISORY ‘Y’ SIAMESE FIRE DEPT. CONNECTION A CONNECTION TO EXISTING SYSTEM — @ m— @ m— 1-HOUR FIRE RATED PARTITION
S P R I N KL E R SYM BO LS > DELUGE VALVE oo €0 = PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE
% POST INDICATOR VALVE POST INDICATOR VALVE QP FREE STANDING SIAMESE FIRE DEPT. CONNECTION R EXISTING SPRINKLER PIPE WITH A GHANGE —— 00 mm— 2-HOUR FIRE RATED PARTITION
9 UPRIGHT SPRINKLER (WITHOUT CEILING) [% oSey VALVE % ANGLE VALVE FIRE HOSE CABINET 9 SINGLE FIRE DEPT. CONNECTION IN ELEVATION UP OR DOWN. — O e— O — g}c\)yﬁwgﬁ 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER o CELIG SPK - SPRINKLER RISER
PENDANT SPRINKLER (WITHOUT CEILING) Q RISER s SPRINKLER PIPE TO BE REMOVED
SPECTORS TES '
® PENDANT SPRINKLER [>a INDICATING BUTTERFLY VALVE '@' I[')\‘R,Zﬁ CTO,\TNETCETKT),\? o M BACKFLOW PREVENTER(DOUBLE CHECK TYPE) m— OO mmmm— OO m— g,?gTB,'T'\,IgB ZHOUR FIRE RATED PARTITION AND SMOKE BARRIER
SEMI-RECESSED S o N\ PIPE HANGER — NEW SPRINKLER PIPE STD - STANDPIPE RISER
o EMI-RECESSED SPRINKLER 24 DRY PIPE VALVE N CHECK VALVE M\[}k] BACKFLOW PREVENTER(REDUCED PRESSURE TYPE) FULLY SPRINKLERED SPAGE _'_ PIPE REDUGER — 4+ 4+4+4+ SMOKE RESISTANT PARTITION ORDINARY HAZARD GROUP 1
CONCEALED SPRINKLER — — T - iy B
DRY PIPE VALVE WITH QUICK OPENING DEVICE ;
® DOUBLE ESCUTCHEON PENDANT SPRINKLER [5% FLOW SWITCH —* PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION) PARTIALLY SPRINKLERED SPACE ©O000OC000C000000 D VINUTE SHOKE BARRIER ORDINARY HAZARD GROUP 2 BV -BUTTERFLY VALVE
(] EXTENDED COVERAGE PENDANT m ALARM CHECK VALVE VALVE SUPERVISORY SWITCH
— 03:] FIRE PUMP TEST HEADER @ NON-SPRINKLERED SPACE SPRINKLER ZONE BOUNDRY
< SIDEWALL SPRINKLER N STRAINER PRESSURE SWITCH
N EXTENDED COVERAGE SIDEWALL SPRINKLER HHl-®  FIRE PUMP WITH DRIVES
@ CORRIDOR FIRE HOSE CLOSET DOOR HAS BEEN
REMOVED AND WALLED OVER. DEMO REAR
CLOSET WALL FROM INSIDE STAIR AND
RECONSTRUCT WALL AFTER RISER INSTALLATION.
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PENDANT SPRINKLER

INDICATING BUTTERFLY VALVE
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CORRIDOR FIRE HOSE CLOSET DOOR HAS BEEN
REMOVED AND WALLED OVER. DEMO REAR
CLOSET WALL FROM INSIDE STAIR AND
RECONSTRUCT WALL AFTER RISER INSTALLATION.
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SIAMESE FIRE DEPT. CONNECTION

CONNECTION TO EXISTING SYSTEM

1 - HOUR FIRE RATED PARTITION

X SPRINKLER GUARD <> PREACTION VALVE H/L PS HIGH/LOW AIR PRESSURE SUPERVISORY Cf’
S P R I N K L E R SY M BO LS <> DELUGE VALVE POST INDICATOR VALVE s 00 s 9@ HOUR FIRE RATED PARTITION PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE

% POST INDICATOR VALVE PIV ®° FREE STANDING SIAMESE FIRE DEPT. CONNECTION 3 EXISTING SPRINKLER PIPE WITH A CHANGE 2-HoU 0
O UPRIGHT SPRINKLER (WITHOUT CEILING) % ANGLE VALVE FIRE HOSE CABINET <i> SINGLE FIRE DEPT. CONNECTION IN ELEVATION UP OR DOWN. (O eees—— O — gl(\);\iﬂ'ﬁ'lr’%ﬁ 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER SPK - SPRINKLER RISER

& 0S&Y VALVE : NO CEILING )
o PENDANT SPRINKLER (WITHOUT CEILING) (0% RISER 40505554/505555 SPRINKLER PIPE TO BE REMOVED @
INSPECTORS TEST AND .
® PENDANT SPRINKLER [>a INDICATING BUTTERFLY VALVE '@' DRAIN CONNECTION M BACKFLOW PREVENTER(DOUBLE CHECK TYPE) \ o HANGER — OO — OO — ggaﬂﬁwgﬁ 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
—_— - NEW SPRINKLER PIPE
STD - STANDPIPE RISER
SEMI-RECESSED SPRINKLER N CHECK VALVE BACKFLOW PREVENTER(REDUGED PRESSURE TYPE _ ORDINARY HAZARD GROUP 1
® DRY PIPE VALVE CKFLO (REDUC ssu ) FULLY SPRINKLERED SPACE _ _'_ o PIPE REDUCER 4+ 4+ 4444+ SMOKE RESISTANT PARTITION
CONCEALED SPRINKLER — — T

[% DRY PIPE VALVE WITH QUICK OPENING DEVICE 30 MINUTE SMOKE BARRIER .
® DOUBLE ESCUTCHEON PENDANT SPRINKLER FLOW SWITCH —* PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION) PARTIALLY SPRINKLERED SPACE ©00OOC0C00000C0000 ORDINARY HAZARD GROUP 2 BV - BUTTERFLY VALVE
D EXTENDED COVERAGE PENDANT N4 ALARM CHECK VALVE VALVE SUPERVISORY SWITCH

— %] FIRE PUMP TEST HEADER @ NON-SPRINKLERED SPACE SPRINKLER ZONE BOUNDRY
< SIDEWALL SPRINKLER I\B\I STRAINER PRESSURE SWITCH
N EXTENDED COVERAGE SIDEWALL SPRINKLER I-®  FIRE PUMP WITH DRIVES
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CORRIDOR FIRE HOSE CLOSET DOOR HAS BEEN
REMOVED AND WALLED OVER. DEMO REAR
N CLOSET WALL FROM INSIDE STAIR AND
" 5 RECONSTRUCT WALL AFTER RISER INSTALLATION.
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